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Dia chi: S8 1A, dudmg Dirc Thing, P. Dirc Thing, Q. Bic Tir Liém, Ha Nji
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PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: 0223.20-234

1. Tén maw/ Name of sample: Miu nuéc iin udng
2. Tén khéch hang/ Name of customer: Trudng Tiéu hoc Ngoc Thuy
3. Dia chi khach hang/ Address of customer: S§ 76, ngd 268, tb 17, phudmg Ngoc Thuy, quin Long Bién, Tp. Ha Nji
4. Mb ta maw/ Description: Miu dyng trong 1 chai 1,5 lit & diéu Kki¢n thudng
5. Ngay nhan maw/ Date of receiving: 20/02/2023
6. Ngudi lay/giri mau/ Sample taking: Nguyén Thj Chinh
7. Thoi gian thir nghiém/ Testing time: 20/02/2023 - 01/03/2023
8. Két qua thir nghiém/ Test results:
b b Tén chi tiéu Phuong phap thir Pon vi Két qua GHTDCP
No Characteristic Test method Unit Result Regular limit
1 | Arsenic (As) SMEWW 3113B:2017 mg/L <0,002 0,01
2 | Clo du tu do®® SMEWW 4500 CI G:2017 mg/L 0,24 0,2-1,0
3 | o duc® TCVN 6184-1996 NTU <0,2 2
4 | Mau sic Cam quan - Khéng mau Khéng mau
5 | pH® TCVN 6492:2011 pH 6,8 6,0-8,5
6 | Do cimg, tinh theo CaCO5™" TCVN 6224:1996 mg/L 129,3 300
7 | Chloride™ TCVN 6194:1996 mg/L 5,1 250
8 | sat(Fe)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
9 | Mangan (Mn) ) SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,1
10 | Nitrat (NOs tinh theo N)® TCVN 6180:1996 mg/L KPH (LOD=0,03) 2
11 | Nitrit (NO;" tinh theo N)* TCVN 6178:1996 mg/L KPH (LOD=0,003) 0,05
1 AT SN TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 03
13 | Chi sb Pecmanganat(®) TCVN 6186:1996 mg/L <0,5 2,0
14 | E. coli” TCVN 6187-1:2019 CFU/100ml KPH <]
15 | Coliform tong s6') TCVN 6187-1:2019 CFU/100ml KPH <3
Ghi chii:

Gidi han t6i da cho phép (GHTDCP) dwge quy dinh theo QCVN 01-1:201 8/BYT (Quy chudn ky thudt Quéc gia vé chat heong nuée sach
str dung cho muc dich sinh hoat),
KPH: Khong phdt hién, két qua nho hon gidi han phat hi¢n ciia phuong phdp,
LOD: Gidi han phdt hi¢n cia phieong phdp,
Cdc chi tiéu ddnh ddu (*) la chi tiéu duge cong nhdn ISO/IEC 17025:2017.
Ha Ngi, ngay 01 thang 03 nam 2023
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Céc két qua thir nghiém ghi trong phiréu nay chi ¢6 gia trj d6i yv6i mAu thir nghi¢m/ Test results are valid for the submitted yimpl_c(x) only
Khong dugc trich ddn mot phén phiéu két qua thir nghi¢m néu khong c6 sw ddng y bing vin ban cua Truomg Pai hoe Y t& cdng cong/
The test report must not be reproduced without the written approval of HUPH. )

Tén miu, 1én khach hang dugce ghi theo yéu cdu cia noi giri miw Name of sample(s) and customer are written as customer’s request
Phiéu két qua nay dugc 1am thanh 02 ban: 01 ban tra cho khéch hang, 01 ban luu tai don vj thir nghi¢m/The test results are printed in 02
documents: 01 document is given to customer; 01 document is stored at the testing organization.
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